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Project: 438-22-900, Replace Boiler Plant                   
                                                            
The purpose of this amendment is to:                        
1. Publish revised plans and specifications (see attached). 
2. Publish Justification and Approval for Johnson Controls (see attached)
3. Publish Questions and Answers (see attached)             
Proposal due date remains unchanged at 20 Feb 2025 at 12:00 PM CT.
                                                            
                                                            
                                                            


Gregg Sutcliffe
Contracting Officer
VA-VHA-2019-BB2D4962




A.1  List of Attachments


See attached document: 438-22-900 Replace Boiler Plant QA_Final.
See attached document: Sole Source for BP JCI_Signed_Redacted.
See attached document: 000110 - Table of Contents.
See attached document: 013526 Safety Requirements.
See attached document: 014500 Quality Control.
See attached document: 014529 Testing Laboratory Services.
See attached document: 014535 Special Inspections - Schedule of SI.
See attached document: 014535 Special Inspections - Statement of SI.
See attached document: 014535 Special Inspections.
See attached document: 017419 Construction Waste Management.
See attached document: 019100 General Commissioning Requirements.
See attached document: 042000 Unit Masonry.
See attached document: 083300 Coiling Doors and Grilles.
See attached document: 085653 Blast Resistant Windows.
See attached document: 087100 Door Hardware.
See attached document: 092900 Gypsum Board.
See attached document: 096723.30 RESINOUS EPOXY BASE FLOORING.
See attached document: 102600 Wall and Door Protection.
See attached document: 102800 Toilet, Bath, and Laundry Accessories.
See attached document: 122400 Window Shades.
See attached document: 123100 Manufactured Metal Casework.
See attached document: 123200 Manufactured Wood Casework.
See attached document: 123600 Countertops.
See attached document: 220511 COMMON WORK RESULTS FOR PLUMBING Addendum 3.
See attached document: 230923 DIRECT-DIGITAL CONTROL SYSTEM FOR HVAC Addendum 3.
See attached document: 232111 BOILER PLANT PIPING SYSTEMS_Addendum_3.
See attached document: 232213 STEAM AND CONDENSATE HEATING PIPING_Addendum_3.
See attached document: 262600 Power Distribution Units for Static Uninteruptable Power Systems.
See attached document: 262911 Motor Controllers.
See attached document: 263213 Engine Generators.
See attached document: 270511 Requirements for Communications Installations.
See attached document: 271500 Communications Structured Cabling.
See attached document: 280528.33 Conduits and Backboxes for Electronic Safety and Security.
See attached document: 312011 - Earthwork.
See attached document: 331600 UNDERGROUND NON-POTABLE WATER STORAGE AND PUMPING Addendum 3.
See attached document: 336300 STEAM ENERGY DISTRIBUTION_Addendum_3.
See attached document: AE121.
See attached document: AE203.
See attached document: AE600.
See attached document: CD101 5 - CIVIL EXISTING CONDITIONS_ DEMOLITION PLAN.
See attached document: CD102 5 - CIVIL EXISTING CONDITIONS_ DEMOLITION PLAN.
See attached document: CG101 - CIVIL GRADING PLAN.
See attached document: CG102 - CIVIL GRADING PLAN.
See attached document: CG103 5-CIVIL EROSION CONTROL PLAN.
See attached document: CG104 5 - CIVIL EROSION CONTROL PLAN.
See attached document: CJ301 13 OF 17 - CIVIL UTILITY PROFILE.
See attached document: CK501-CIVIL DETAILS.
See attached document: CK502 - CIVIL DETAILS.
See attached document: CK503 - CIVIL DETAILS.
See attached document: CS101 5 - CIVIL SITE PLAN.
See attached document: CS102 5-CIVIL SITE PLAN.
See attached document: CU101 5 - CIVIL UTILITY PLAN.
See attached document: CU102 5 - CIVIL UTILITY PLAN.
See attached document: CU103 5-CIVIL UTILITY PLAN -PHASING.
See attached document: E502  - ELECTRICAL DETAILS.
See attached document: EL103  - ELECTRICAL LIGHTING PLAN PARKING LOT.
See attached document: EM101  - MOTOR AND EQUIPMENT PLAN FIRST FLOOR.
See attached document: EP101  - ELECTRICAL POWER PLAN FIRST FLOOR.
See attached document: EP102  - ENLARGED ELECTRICAL ROOM PLANS.
See attached document: EP501  - NORMAL POWER ONE-LINE DIAGRAM.
See attached document: EP503  - NORMAL POWER ONE-LINE DIAGRAM.
See attached document: EP504  - POWER CUT SHEET INFORMATION AND ELECTRICAL SCHEDULES.
See attached document: EP601  - PANEL SCHEDULES.
See attached document: EP602  - PANEL SCHEDULES.
See attached document: EP603  - PANEL SCHEDULES.
See attached document: EP604  - PANEL SCHEDULES.
See attached document: ES101  - ELECTRICAL - SITE PLAN.
See attached document: ES105  - NEW TUNNEL PLAN.
See attached document: ES106  - ELECTRICAL - SECURITY GATE PLAN.
See attached document: ET101  - TELECOMMUNICATIONS PLAN FIRST FLOOR.
See attached document: ET502  - TELECOMMUNICATIONS DETAILS.
See attached document: EY101  - ELECTRICAL SYSTEMS PLAN FIRST FLOOR.
See attached document: FA101  - FIRE ALARM PLAN FIRST FLOOR.
See attached document: FA501  - FRE ALARM DETAILS.
See attached document: FA502  - FIRE ALARM DETAILS.
See attached document: GI001.
See attached document: GI110.
See attached document: MP500  - PIPING DETAILS.
See attached document: MPI05  - FUEL OIL DISTRIBUTION PIPING PLAN.
See attached document: MQ100  - MECHANICAL EQUIPMENT PLAN.
See attached document: PL101-PLUMBING PLANS.
See attached document: PL201-PLUMBING DISTRIBUTION PIPING PLAN.
See attached document: PL300-PLUMBING SECTIONS.
See attached document: PL500-PLUMBING DETAILS.
See attached document: PL501-PLUMBING DETAILS.
See attached document: PL600-PLUMBING SCHEDULES.
See attached document: PL700-WATER FLOW DIAGRAM.
See attached document: SB101.
See attached document: SB301.
See attached document: SB302.
See attached document: SE201.
See attached document: SG005.
See attached document: SF102.
See attached document: SF103.
See attached document: SF104.
See attached document: SF401.
See attached document: SF402.
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